
CITY OF MEMPHIS 

FIRE CODE REQUIREMENTS FOR PLACES OF PUBLIC ASSEMBLY
Inside Displays 

� No hay, straw or untreated cotton bales are allowed inside a place of public assembly. 
All decorative materials including, but not limited to, draperies, drops and curtains used in places of assembly, shall be noncombustible, inherently flame 
resistant or treated and maintained fire resistant when tested. Certificates denoting that the materials are fire resistant or have been treated to be fire 
resistant shall be required by the Fire Official. 

� No person shall cause or permit any open flame, candles, torches, etc. to be used in any place of assembly, except that candles may be used on tables if 
securely supported on substantial noncombustible bases so located as to avoid danger of ignition of combustible materials and only if approved by the 
authority having jurisdiction. The candle flame shall be protected. 

� Exit doors shall not be locked, blocked or otherwise concealed or obscured by decorations, drapes, mirrors or any other tapestries.
� All electrical connections shall be in accordance with the Electrical Code.
� All electrical cords, sound cable or other trip hazards shall be safeguarded.
� All fire protection, i.e., hose cabinets, fire alarm pull station, exit signs, etc., shall be visible and accessible at all times.
� No part of a stairway, whether interior or exterior, hallway, corridor, vestibule, balcony or bridge leading to a stairway or exit, shall be used in a manner that 

will obstruct its use as an exit or that will present a hazardous condition. 
Use of Extension Cords 
Extension cords are permitted only with portable appliances or fixtures while in immediate use subject to the following: 

� Each extension cord shall be plugged directly into an approved receptacle and shall, except for approved multiplying extension cords, serve only one 
appliance or fixtures. 
The current capacity of the cord shall not be less than the rated capacity of the appliance or fixture. 

� The extension cord shall be maintained in good condition without splices, deterioration or damage.
� The extension cord shall be of the grounded type when servicing grounded appliances or fixtures.
� Extension cords and flexible cords shall not be affixed to structures, extend through walls, ceilings, floors, under doors or floor coverings, nor be subject to 

environmental damaging physical impact. 
Inside Vehicle-Storage 
No vehicles are to be parked inside a building except for display or for service purposes only (food distribution). During display, the following shall be complied 
with:  • Fuel tanks shall be drained to less than 1/4 tank.  
• Fuel caps taped shut or fitted with locking cap.
• "Hot" lead of battery disconnected. 
Cooking (Demonstrations) and Commercial Cooking 

� Each cooking booth shall have a minimum rated extinguisher of 2A 4OBC.
� Single-well cooking equipment using combustible oils or solids, (deep fryer, dry pan, etc.) shall comply with the following:

- Be limited to 288 sq. in. of cooking surface. 
- Be placed on a noncombustible surface, such as metal, hardwood board glass, etc.
- Be separated from each other by a minimum horizontal distance of 2 ft. Containers having a maximum water capacity of 12 lb (5.4 kg) [nominal 5 lb (2kg) LP-
Gas capacity may be used temporarily inside buildings for public exhibitions or demonstrations, including use in classroom demonstrations. If more than one 
such container is located in the same room, the containers shall be separated by at least 20 ft. (6 in). 

� Listed and approved LP-Gas commercial food service appliances shall be permitted to be used in attended commercial food catering operations provided that 
no commercial food service appliances shall have more than two (2) 10-oz no refillable butane gas containers having a maximum water capacity of 1.08 lb per 
container connected directly to the appliance at any time and container(s) shall not be manifolded. The appliance fuel container(s) shall be an integral part of 
the listed, approved, commercial food service device and shall be connected without the use of a rubber hose. Butane containers shall be listed. 

Exhibit Booths 
� The following shall be protected by automatic extinguishing systems:

- Single level exhibit booths greater than 300 sq ft and covered with a ceiling.
- The first level of multilevel exhibit booths.
- The second level of multilevel booths where the second level is covered with a ceiling.
- A single exhibit or group of exhibits with ceilings that do not require sprinklers shall be separated by a minimum of 10 ft where the aggregate ceiling exceeds 
300 sq ft. 

� The water supply and piping for the sprinkler system may be of approved temporary means taken from an existing domestic water supply, an existing 
standpipe, or an existing sprinkler system. 
- Exception No. 1: Ceilings that are constructed of open grate design or listed dropout ceilings in accordance with NFPA 13, Standard for the Installation of
Sprinkler Systems, shall not be considered ceilings within the context of this section. 
- Exception No. 2: Vehicles, boats and similar exhibited products having over 100 sq ft of roofed area shall be provided with smoke detectors acceptable to the 
authority having jurisdiction. 

Outside Display 
� No outside display shall block or obstruct any exit door or access to an exit door. 
� All outside displays that are under cover of the building roof or extension of the roof or porch area shall be governed by the same rules of an inside display.
� A 20 ft. roadway shall be maintained for fire equipment access to all parts of the building and displays. 
� All hydrants and fare department connections shall be unobstructed at all times. 

All tents and awnings 10' x 12' (120 sq ft) or larger shall be treated with a flame retardant treatment. An affidavit shall be kept on location at all times or label is 
to be sewn onto the material. Any person erecting a tent 120 sq ft or larger shall obtain a permit from the Fire Marshal's office. 

� All cooking equipment shall have regulator(s) at appliance and gas cylinder(s). All supply lines (tubing or hoses) shall be leak-tight and in good repair. Hoses 
shall be listed for the type of product it supplies. 

� All compressed gas cylinders (propane, butane, carbon dioxide, etc.) shall be adequately secured to prevent failing or being knocked over by means or cables, 
chains, racks, etc. (combustible ropes will not be accepted). Cylinders shall be located away from cooking appliances. Fuel cylinders shall not be used unless 
they have a current hydrostatic test. 

Thank you for your cooperation in these areas of mutual concern. If you have any questions, please feel free to contact City of Memphis/Division of Fire Services 
at (901) 320-5415.



I HEREBY WAIVE AND RELEASE, indemnify, hold harmless and forever discharge, MuslimMeMFest.
Muslims In Memphis, INC. (herein called MIM) and AGRICENTER, its agents, employees, volunteers,
officers, directors, trustees, affiliates, successors and assigns, of and from any and all claims,
demands, debts, contracts, expenses, causes of action, lawsuits, damages and liabilities of every kind
and nature 
(including but not limited to cancellation of MuslimMeMFest), whether known or unknown, in law or
equity, that I ever had or may have, arising from or in any way related to my participation in any of
the events or activities conducted by on the premises of or for the benefit of, MIM 
By this Waiver, I assume any risk, and take full responsibility and waive any claims of personal harm,
injury, death, or damage to personal property associated with my participation in MusliMeMFest. I
assume responsibility for any damages to the facility and its equipment that incur due to my
participation in MusliMeMFest. I agree to participate or engage in accordance with the rules provided
by the MIM, AGRICENTER, and THE CITY OF MEMPHIS FIRE CODE. In addition, I hereby authorize the
release of photographs, pictures or other material related to MusliMeMFest by various media as
authorized or approved by MusliMeMFest and MIM. 
I have read and understand fully the terms of the WAIVER AND RELEASE. I have also read and agree
to abide by the Memphis Fire code, Food Safety rules and Booth guidelines. I understand by signing
this WAIVER AND RELEASE I have given up future legal rights. I have entered this agreement under
no duress or threat of duress, without inducement or promise. My signature is proof of my intention to
execute a complete and unconditional WAIVER AND RELEASE of all liability to the full extent of the
law. I am 18 year of age or older adult and competent to enter into this waiver.

Waiver/Release of Liability/Consent


	Clone of MusliMeMfest Registration Form
	jotform.com
	Clone of MusliMeMfest Registration Form


	Vendor-form-fina 2017l

	0uY29tLzYzNjE1MDA5NTA1MTQ4AA==.form_63615009505148.q20_signatureRequired[]: Off


